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1 Welcome 

Thank you for purchasing the PostX DIN Rail IP Reporting Module by Integrated Control Technology. The PostX 
Module is designed to help transition existing alarm monitoring solutions from traditional PSTN reporting to IP 
capable devices with minimal effort and at a low cost.  

The current features of the PostX module include: 

 Full PSTN phone line emulation circuit that will interface with any alarm panel. 

 10/100 Base-T Ethernet 

 GPRS support* 

 WiFi support* 
 Independent modem that supports downstream phones. 

 4 configurable inputs 

 2 programmable outputs. 

 Small physical size to fit inside existing installations. 

 12VDC power supply input. 

 Emulates a full CID receiver. 
 UDP and TCP based IP reporting protocols. 

 Configurable 128, 192 or 256 bit AES encryption. 

 Fully configurable through an Internet browser. 

 Backup reporting options. 

 64 message queue. 

 Industry standard DIN Rail mounting 
 Online and remote upgradeable firmware 

When receiving this product you should find the kit contains the items listed below. If you do not have the 
correct contents, please contact your distributor immediately. 

 PostX DIN Rail IP Reporting Module 

 PostX DIN Rail IP Reporting Module Installation Manual 

 8 1K Ohm resistors 

 DIN Rail mounting strip 

 1 330 Ohm EOL termination resistor 

For more information on the PostX DIN Rail IP Reporting Module and other Integrated Control Technology 
products please visit our website (http://www.incontrol.co.nz). 

* Applies to WiFi and/or GPRS editions (see page 6) only. 
 

1.1 Document Conventions 
 

 
Indicates a warning or cautionary message 

i  
Indicates an important note or advisory information 

 
Indicates a hint or suggestion  

[TEXT] 
Bold text enclosed in brackets is used to show a section number or address of a programmable 
option or information on programming shortcut sequences 
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1.2 PostX Module Editions 
There are four editions of the PostX module. All editions enable you to program up to 4 communication 
channels for reporting messages from the connected alarm panel. The communication interface of each channel 
can be configured independently, allowing you to select from Ethernet, PSTN, WiFi or GPRS, according to the 
module used.  
 

 Communication Interface 

 Ethernet PSTN WiFi GPRS 

CRX-POSTX-DIN 
PostX DIN Rail IP Reporting Module ��  ��  

  

CRX-POST-DIN-WF  
PostX DIN Rail IP Reporting Module with WiFi ��  ��  ��  

 

CRX-POSTX-DIN-GP 
PostX DIN Rail IP Reporting Module with GPRS ��  ��  

 ��  

CRX-POSTX-DIN-WFGP 
PostX DIN Rail IP Reporting Module with WiFi and GPRS ��  ��  ��  ��  
 

The features specific to modules with a WiFi and/or GPRS interface described in this manual are only relevant if 
you are using the appropriate edition. 
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2 Mounting 

The PostX Module is designed to mount on standard DIN Rail either in dedicated DIN cabinets or generic DIN 
Rail mounting strip. A section of this DIN Rail strip has been provided as a mounting option. 

When installing the PostX Module ensure that there is adequate clearance around all sides of the device and 
that air flow to the vents of the unit is not restricted. It is recommended to install the PostX Module in a location 
that will facilitate easy access for wiring. It is also recommended that the PostX Module is installed in electrical 
rooms, communication equipment rooms, closets or in an accessible area of the ceiling. 

1. Hook the lower tabs under the bottom edge of the DIN Rail. 

2. Push the PostX Module against the DIN Rail mount until the upper tab clips over the upper rail. 
 

2.1 Removal 
The PostX Module can be removed from the DIN Rail mount using the following steps: 

1. Insert a flat blade screwdriver into the hole in the tab at the top of the PostX Module. 

2. Lever the tab up and rotate the unit off the DIN Rail mount. 
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3 DC Power 

Module power is supplied by the N+ and N- terminals. 

N
A

N
+

N
-

N
B

DC Power input 

from 12 VDC Input

 

Standard DC Power Connection 

Connection of the DC supply should be performed according to the diagram shown above. It is important that 
the N+ module power be 12VDC supplied from an independent battery backed power supply unit such as the 
PRT-PSU-DIN capable of supplying the required voltage. 
 

 

Warning: 

 The 12V N+ and N- DC power input must be supplied from only ONE point. Connections from 
more than one 12V supply may cause failure or damage to the PostX Module. 

 
 The 330 Ohm EOL (End of Line) resistor provided in the accessory bag MUST be inserted 

between the NA and NB terminals of the ACC-485 module directly connected to the PostX 
Module.  

 

330R

NAN+ N- NB NAN+ N- NB

CRX-POSTX-DINACC-485

 

End of Line Resistor 
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4 Interface Connections 

4.1 Panel Interface 
The PostX Module has a fully featured PSTN phone line emulation circuit for interfacing to any PSTN device. 
This interface generates all of the appropriate voltages for powering the connected device. In most applications 
this device will be an alarm panel modem. The following diagram shows how to connect the existing PSTN 
device to the PostX Module. Simply connect the Tip and Ring from the device to the terminals marked Tpi (Tip 
Panel Input) and Rpi (Ring Panel Input). 

Rpi Tpi
Ring

Tip

Phone interface 

from existing 

panel

 

Wiring Interface to Existing Alarm Panel 

 

 

Warning: NEVER connect the phone line emulator (terminals Rpi and Tpi) to a normal phone line. This 
will cause permanent damage to thePostX Module. 

 
 

4.2 Telephone Dialler Interface 
The PostX Module also has an outbound modem that can be used for PSTN – PSTN routing or as a backup to 
the IP Reporting. The telephone lines can be directly connected to the PostX Module using the onboard 
telephone connection terminals. 

Telco line �p and ring input

Telco line out

Cold water earth pipe

R1i T1o R1oT1i

 

Telephone Line Connection 

 

i  

It is recommended that the earth connection for the telephone and main power supply (see page 8) 
earth be run separately and should be terminated on the cold water pipe or similar grounding point 
within the installation. 
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4.3 Ethernet 10/100 Network Interface 
The PostX Module can communicate over a 10/100 Ethernet network using the TCP/IP protocol. This is used 
for IP Reporting and configuration of the unit using an Internet browser. 

The default IP address for the Ethernet interface is set to a static IP address of 192.168.1.2 with a subnet mask 
of 255.255.255.0. These IP address settings are commonly used for internal networks. There are a number of 
ways to change the IP address of the PostX Module. Refer to the section Default Static IP Address Mode (see 
page 38) for details. 

When installing an Ethernet connection, the PostX Module should be interfaced using a standard segment 
(<100M in length) and should be connected to a suitable Ethernet hub or switch. 
 

i  

Installing the PostX Module on an active network requires knowledge of the configuration and 
structure for the network. Always consult the network or system administrator and ask them to 
provide you with a fixed IP Address that can be assigned to the PostX Module. 

 

8 Port Ethernet Switch

Computer for configuration

PostX One

PostX Two  

Ethernet 10/100 Switch/Hub Connection 

Temporary direct connections can be used for onsite configuration by using a standard Ethernet cable. 

Computer for configuration

PostX One

 

Ethernet 10/100 Direct Connection 
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4.4 GPRS Interface 
 

i  
This information only applies to the PostX modules that support GPRS and/or WIFI communication. 

The antenna must be installed outside the DIN Rail cabinet. 

V+
12VDC OUTRELAY 2

V-NOCNCNOCNCGPRS

Antenna

Cabinet

RELAY 1

 

GPRS Antenna connection 

 

4.5 WiFi Interface 
 

i  
This information only applies to the PostX modules that support GPRS and/or WIFI communication. 

The antenna must be installed outside the DIN Rail cabinet. 

V+
12VDC OUTZONE INPUT 1-4

V-Z1V-Z2Z3V-Z4WIFI

Antenna

Cabinet

 

WiFi Antenna connection 
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5 Interface Configuration 

This section details how to establish an Ethernet connection with the PostX Module. When the PostX Module 
comes out of the box it is set to a static IP address of 192.168.1.2 with a subnet mask of 255.255.255.0 for the 
Ethernet interface. If your computer network is on this subnet, and no other computer on the network uses this 
address, then you will be able to connect to the PostX Module immediately. 
 

i  

Installing the PostX Module on an active network requires knowledge of the configuration and 
structure for the network. Always consult the network or system administrator and ask them to 
provide you with a fixed IP address that can be assigned to the PostX Module. 

 
 

5.1 Establishing Ethernet Connection 

DIN Rail PostX IP Reporting Module IP Settings 

Before attempting to connect to the PostX Module it is necessary to know the IP address that it is currently set 
to. The default factory setting for the Ethernet interface IP address of the PostX Module will be: 

192.168.1.2 

The suggested methods for connecting your PC or laptop to the PostX Module include via either a switch/hub 
or a direct connection as shown in the section Ethernet 10/100 Network Interface (see page 10). 

PC/Laptop IP Settings 

You should then configure your PC or laptop’s network interface to use the following settings: 

IP Address: 192.168.1.4 – 192.168.1.254 

Subnet Mask: 255.255.255.0 

Please select the IP address for your PC or laptop from the range given above, ensuring it is not currently in use 
by any other device connected to your network. For information on configuring the network interface for your PC 
or laptop, please visit the Web Support Centre for your particular operating system. Guides for the following 
operating systems can be found at: 

 Microsoft® Windows XP 

http://www.microsoft.com/resources/documentation/windows/xp/all/proddocs/en-us/howto_enable_dhcp.
mspx?mfr=true 

 Microsoft® Windows Vista 

http://windows.microsoft.com/en-US/windows-vista/Change-TCP-IP-settings 

 Microsoft® Windows 7 

http://windows.microsoft.com/en-US/windows7/Change-TCP-IP-settings 

Should the IP address need to be restored to the default value, please refer to the section on IP Troubleshooting 
(see page 38) for more details. 
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6 Web Interface 

Configuration for the PostX Module is done through the built in web interface. To access, open an Internet 
browser (such as Internet Explorer or Mozilla Firefox) and type the IP address of the PostX Module into the 
address bar. As all of the web pages in the PostX Module are secure, the login screen will appear first. You 
must have a valid username and password to continue. 
 

i  

To ensure the web interface is displayed correctly, it may be necessary to enable compatibility mode 
in your web browser. To turn on compatibility view, go to the Tools menu and choose Compatibility 
View settings. Consult your browser help file for additional instructions. 

 
 

6.1 User Login 
By default, the PostX Module comes with two users for the web interface: 
 

Username Password Access Level 

admin admin Administrator 

user user User 
 

 

Web Interface Login 

Once you enter a valid username and password, the Web Server home page is displayed. From here you can 
access all of the other pages through the menu on the left. 

Please refer to Web User Management (see page 37) for more details about user login. 
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6.2 Routing Setup 
To configure the routing options select the Routing Setup link using the web interface. The following shows an 
example configuration for the PostX Module.  

 
 



CRX-POSTX-DIN Din Rail PostX IP Reporting Module Installation Manual | March 2013  15 
 

General Options 
These options apply to all modes of operation. 

 Site Name 

The site name should be set to a useful name as it is included with each ArmorIP reporting message sent to 
the monitoring station. 

 Account Code 

This is the account code that is sent with each ArmorIP or Contact ID reporting message sent to the 
monitoring station. 

 Always use this Account Code 

Selecting this option will replace the account code in the received Contact ID message with this account 
code. This option is not applicable when using ArmorIP. 

 

Routing Channels 
The PostX Module can be programmed with up to 4 communication channels in order to report any incoming 
Contact ID messages from the connected alarm panel. Each channel is fully configurable as to what type of 
communication interface to use (Ethernet, WiFi, GPRS or PSTN). If communication fails on the first programmed 
channel, the next programmed channel will then try to send the signal. If that channel fails, the next one will be 
used, and so on. Whether the last signal was sent through the primary or a backup channel, the whole 
sequence will be repeated on the next incoming event. 
 

i  

Due to memory restrictions with PostX hardware revision 020 and below, the IP Address/Hostname 
field is limited to a maximum of 32 characters each for Routing Channels 3 and 4, and to a maximum 
of 256 characters each for Channels 1 and 2. 

With PostX hardware revision 030 and above, this field supports a maximum of 256 characters for 
each channel. 

 

The reporting sequence is on a module base, meaning that an event will be reported once on only one channel, 
the first that succeeds. 

All necessary parameters needed for a channel to report will be entered in that section. 

For the IP interfaces (Ethernet, WiFi and GPRS), the IP address or host name, the IP port and the reporting 
format will be programmed here. Before setting these options you must contact your monitoring station in order 
to get them. 
 

i  

Most networks will have a firewall between the PostX Module and the Internet. It is necessary to 
configure the firewall to allow the IP messages through so the PostX Module can communicate with 
the monitoring station. If the port being used is 10000 and you are using ArmorIP (UDP) the firewall 
must let UDP packets on 10000 through, both inbound and outbound. 

 

For the PSTN interface, the phone number and reporting format will be programmed here. Again, before setting 
these options you must contact your monitoring station in order to get them. 
 

IP Reporting Formats 
The PostX Module supports six IP reporting formats and two PSTN reporting formats. For all IP based formats 
the IP address and port of the monitoring station must be entered. 

 ArmorIP (UDP) 

This format communicates with an ArmorIP server using UDP as the transport layer. When using this format 
the account code must be set to the same account that is saved in the ArmorIP Server the PostX is 
communicating with. Using UDP to send the messages is faster than TCP as it is a connectionless protocol, 
the ArmorIP (UDP) protocol includes acknowledge and retry messages to ensure that the message has 
been received by the server. 
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 ArmorIP-E (UDP) 

This is the encrypted version of the ArmorIP protocol. It uses an AES encryption algorithm that is selectable 
for 128, 192 or 256 bit encryption. The encryption settings can be found on the Advanced page of the 
PostX Module. If Use Default Settings is selected, make sure that this is also selected in the ArmorIP server. 
When this is selected, no other details need to be entered. If you want to increase the security, use a 
custom key that must be entered in both the PostX Module and the ArmorIP server. 

 

ArmorIP Encryption 

 

 i  

For maximum security it is recommended using an encryption key that contains both letters and 
numbers and does not form a known word. The encryption key is case sensitive. 

 

This format uses the UDP layer as the transport mechanism. 

 Contact ID (UDP) 

This format is an ASCII based format that only contains the Contact ID message. In all instances, the 
message will be 16 characters long with the format detailed below. 

The form of the message is: ACCT MT QXYZ GG CCC S, where: 
 

 ACCT 4 Digit Account Number 

 MT 2 Digit Message Type 

 Q 1 Digit Event Qualifier 

 XYZ 3 Digit Event Code 

 GG 2 Digit Group Number 

 CCC 3 Digit Zone Number 

 S 1 Digit Checksum 
 

To acknowledge this message the server must send back an identical copy of this message. UDP is used 
as the transport layer for this protocol. 

 Contact ID (TCP) 

This format is identical to Contact ID (UDP) except it uses TCP as the transport layer. 

 CSV-IP 

This format uses TCP as the transport layer and communicates with central station receivers supporting 
that format. 

 Patriot LS30 

This TCP format communicates with the LS30 task in Patriot alarm monitoring software. 
 

PSTN Reporting Formats 
 Contact ID 

This is the standard Ademco Contact ID protocol.  

 SIA 

This is the standard SIA 2000 protocol.  
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Polling 
Depending on the interface and format selected for a specified channel, its polling can be enabled. When 
enabled, the polling will send a poll message to the monitoring station every x seconds (the Poll Time value). It is 
recommended to use this option to help monitor the Internet link between your PostX Module and the 
monitoring station. 

If the poll message fails, the PostX Module will then try to send it through the next programmed channel that 
also has its polling feature enabled. If that channel fails, the next one will be used, and so on. Whether the last 
poll message was sent through the primary or a backup channel, the whole sequence will be repeated on the 
next poll message. 

As with the reporting sequence, the polling sequence is on a module base, meaning that a poll message will be 
reported once on only one channel, the first that succeeds. 

Polling is available only on IP interfaces (Ethernet, WiFi and GPRS) not PSTN. 

Furthermore, reporting formats ArmorIP (UDP) and ArmorIP-E (UDP) have dedicated values for the actual poll 
message and therefore cannot be changed/programmed. All other IP formats can have customized poll 
messages. 
 

Test Report 
A test report is a signal sent to the monitoring station validating the operation of all programmed channels from 
the Routing Channels (see page 15) section. The interval at which this signal is sent is configurable under Time 
(Hours) and can range between 1 to 168 hours (1 week). 

As opposed to the reporting and polling sequences, the test report sequence is on a channel base, meaning 
that all channels that have the test report feature enabled, will send their respective programmed codes to their 
monitoring station via their interface. If the test report fails on a channel, the PostX Module will not try to send it 
through the next available channel, instead it will disregard this signal and wait for the next test report to occur. 
 

Communication Failure 
Communication failure signals are sent to the monitoring station indicating that a channel became unusable for 
some reason (interface failure, unable to reach the monitoring station etc). If channel one becomes faulty and its 
communication failure feature is enabled, the next available channel will then send channel one's programmed 
failure code. 

As with the reporting and polling sequences, the communication failure sequence is on a module base, meaning 
that a communication failure message will be reported once on only one channel, the first that succeeds. 
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6.3 Input and Output Control 
The PostX Module has 4 inputs and 2 outputs. Each input is independently configured and can send Contact ID 
messages, emails, or SMS messages when the input state changes. The outputs can be used to indicate when 
communication errors occur. 
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Zone Inputs 
The PostX Module can monitor the state of up to 4 zone inputs using EOL monitored or dry contact devices 
such as magnetic switches, PIR motion detectors and temperature thermostats. Devices connected to these 
zones can be installed to a maximum distance of 300m (1000ft) from the PostX Module when using 22 AWG 
wire. Each zone input may be individually configured for normally opened or normally closed configurations with 
or without EOL resistors for tamper and short condition monitoring. 

When using a zone with the EOL resistor configuration, the PostX Module generates an alarm condition when 
the state of a zone changes between open and closed and generates a tamper alarm condition when a wire 
fault (short circuit) or a cut wire (tampered) in the line occurs. 

1K1K

N.C Zone Contact

N.C Tamper

V+
V-

Z4
V-

Z3
Z2

V-
Z1

 

EOL Resistor Zone Configuration 

When using the EOL resistor configuration, the zone input is in the closed state when there is 1k Ohm 
resistance between the terminal and ground. If the zone contact opens, leaving 2k Ohm resistance between the 
terminal and ground, the zone moves into the open state. 

Each zone input can use a different input configuration. When using the No Resistor configuration (i.e. EOL 
Resistor option not checked), the PostX Module only monitors the opened and closed state of the connected 
input device generating the (OPEN) alarm and (CLOSED) sealed conditions. 

N.C Zone Contact

V+
V-

Z4
V-

Z3
Z2

V-
Z1

 

Normally Closed Zone Configuration No Resistors 
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Contact ID Messages 
Each input can be independently configured to send an Ademco Contact ID message when the zone changes 
state. These messages will be sent using the settings defined under the Routing Setup (see page 14). In other 
words, they will be treated the same as messages received from the alarm panel connected to the PostX. 

 Account Code 

This is a 4 digit code that the monitoring station uses to identify where the Contact ID message has come 
from. 

 Alarm Code 

This is the standard 3 digit Contact ID event code to indicate the type of event that is being reported. The 
following table shows some example event codes that may be used. It is recommended that you always 
consult your monitoring station for more details regarding the specific event codes to use. 

 Alarm Code Event Type 

 130 Burglary Alarm 

 140 General Alarm 

 146 Silent Burglary 

 150 24 hour Non-Burglary 

 300 System Trouble 

 380 Sensor trouble 

 Tamper Code 

This is the standard 3 digit Contact ID event code to indicate the type of event that is being reported. The 
following table shows an example event code that may be used. It is recommended that you always consult 
your monitoring station for more details regarding the specific event codes to use. 

 Tamper Code Event Type 

 137 Input Loop Cut/Shorted 

 Group Number 

The Group Number or Area Number is a 2 digit code to indicate the group or area that the even belongs to. 
Use 00 to indicate there is no specific group or area information. 

 Zone Number 

The Zone Number or User Number is the 3 digit code to indicate the specific zone that has had the event. 
Use 000 to indicate that there is no specific zone or user information. 
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Email Messages 
Each input can also be configured to send an email when the input changes state. This email is sent to the email 
address defined in the main Input Output Control settings (see page 18). 

To have an input send an email, the Send Email Message option must be enabled. 

 

For the settings shown above, when the input opens, the following email will be sent by the PostX Module: 

 Site Name: ICT PostX Module 

 Zone Message: Zone 1 Opened 

 Time Stamp: Wed Feb 17 13:00:26 2013 
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SMS Messages 
 

i  
This information only applies to the PostX modules that support GPRS and/or WIFI communication. 

 

Each input can also be configured to send an SMS when the input changes state. This SMS is sent to the SMS 
phone number defined in the main Input Output Control settings (see page 18). 

To have an input send an SMS, the Send SMS Message option must be enabled. 

 

For the settings shown above, when the input opens, the following SMS will be sent by the PostX Module: 

 Site Name: ICT PostX Module 

 Zone Message: Zone 1 (Zone 1) Opened 

 Time Stamp: 13:00:26 27/02/2013 
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Programmable Outputs 
The PostX Module has 2 programmable outputs. These outputs can be configured to be activated when the 
PostX Module loses a connection. Additionally, the outputs can be used to activate bell sirens, lighting circuits, 
door locks, relay accessory products and other automation points through SMS messages. 
 

i  

In order to enter any of the IP troubleshooting modes, Relay 1 on the PostX Module will enable briefly 
on startup. To prevent this from occurring, ensure that at least one of the zone inputs is wired directly 
to V-. 

 

The 2 Outputs each have a FORM C output relay. The connection example below shows the control of an 
external LED indicator. 

1K5 OHM

+12V AUX0V

LED

V+
V-

N
C

C
N

O
N

C
C

N
O

 

Output Connection (Output 2 Shown) 

 

 

Warning: Switching inductive loads that can produce high back EMF voltages or large voltage 
induced spikes can cause the PostX Module to behave unexpectedly and should be avoided. A 
suitable isolation circuit must be installed between the relay contacts of the PostX Module and the 
inductive load. 
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The following shows the various settings that can be applied to these 2 outputs. 

 

 Invert Output 

When enabled, the state of the output will be inverted. 

 On Time 

When the On Time is configured to be non-zero, the output will activate for this number of seconds and 
then turn off. If the Off Time is also configured to be non-zero, the output will only remain off for the period 
of time set, before turning on again for the On Time. Configuring both the On and Off Time creates a pulsed 
output. The On Time can be configured with a value ranging from 0-255 seconds. 

 Off Time 

When the On and Off Time are configured to be non-zero, the output will pulse on and off for the period of 
time set. The Off Time can be configured with a value ranging from 0-255 seconds. 

 Activate On 

The output can be activated based on the selected failure/s below: 

 Any Channel Failure 

 Channel 1 Failure 

 Channel 2 Failure 

 Channel 3 Failure 

 Channel 4 Failure 

 Primary Ethernet Gateway Failure 
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 Secondary Ethernet Gateway Failure 

 Primary WiFi Gateway Failure 

 Secondary WiFi Gateway Failure 

If more than one option is selected, use the OR/AND conditions to determine if at least one of them or all of 
them have to be met in order to activate. 

 Receive SMS Activation 

The output can also be activated/deactivated via a SMS message. The SMS format to be used is as 
follows: 

<activation password> <output name> <action> <ack> 

The PostX module is not case sensitive. The following table describes the control word: 

 Action Code 

 Turn PGM ON on, On, ON, or 1 

 Turn PGM OFF off, Off, OFF, or 0 

 Acknowledge SMS ack, Ack, ACK, a, A or 1 

For the following examples, PGM 1 has been set with validate by pin, acknowledge by request and the 
command garage. PGM 2 has been set with validate by any, no acknowledge and the command gate. 
This pin code has been set to house. 

 SMS Message Action 

 house garage on ack PGM 1 turned on, and acknowledge SMS sent 

 house garage off a PGM 1 turned off, and acknowledge SMS sent 

 garage on ack No action taken, pin code (house) not entered 

 house garage 1 1 PGM 1 turned on, and acknowledge SMS sent 

 gate on ack PGM 2 turned on, and acknowledge SMS sent 

 gate 1 PGM 2 turned on, no acknowledge SMS sent 

 house garage 1 1 gate 1 PGM 1 turned on, and acknowledge SMS sent, gate is not handled, a 
separate SMS has to be used 

If the Enable password option is set, the SMS control requires the Activation password to be correct for any 
operation to be performed. The activation password is sent at the start of the message. For example, if the 
activation password set was 123abcd you would send 123abcd garage on ack to open the garage 
door. If the activation password is wrong, no response is sent to the user even if an acknowledgment is 
requested. 
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6.4 Email Events 
The PostX Module can send an email to a selected address when any of the four connected inputs change 
state. If this option is being used the outgoing mail server (SMTP) must be configured. 

 

To ensure the emails get through and are not stopped by spam filters, a valid email address must be entered. 
The PostX Module does not receive any email, so you can use any active email address. 

The interface on which the emails will be sent is selectable. Ethernet is available on all variants of the PostX. The 
others depend on the model. WiFi will be available on the WF variants while the GPRS IP on the GP variant.  

The IP address of the SMTP server that is to be used needs to be entered. If the SMTP server is not provided by 
the ISP (Internet Service Provider) the PostX Module is using, then authentication is required. Enter the 
username and password for the account into the appropriate fields as shown above. 

Once the settings are entered, click Test Account Settings… to send a test email. The PostX Module will 
attempt to send an email to the address specified. If it does not get through in a reasonable amount of time, 
recheck your settings. 
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6.5 Ethernet Configuration 
If you can connect to the PostX Module the easiest way to change the IP address is using the web interface. 
Open up an Internet browser (e.g. Internet Explorer or Mozilla Firefox) and type the IP address of the PostX 
Module into the address bar. The User Login screen will appear for you to enter a valid username and 
password. 
 

i  

To help ensure your PostX Module cannot be configured by invalid users, change the default 
passwords for the web interface before commissioning the installation. 

 

 

There are two options for configuring the IP address of the PostX Module: 

 IP Configuration via DHCP 

To enable the DHCP service, select the Obtain an IP address automatically option. 

 Static IP Configuration 

To assign a static IP, select the Use the following IP Address option and enter the new IP address, subnet 
mask and default gateway you wish to use. 

Once all the changes have been made, click Save to save the changes. You must restart the PostX Module for 
the changes to take effect. 
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6.6 WiFi Configuration 
 

i  
This information only applies to the PostX modules that support GPRS and/or WIFI communication. 

When the PostX Module comes out of the box it is set with a static IP address of 192.168.1.3 with a subnet 
mask of 255.255.255.0 for the WiFi interface. If your computer network is on this subnet, and no other 
computer on the network uses this IP address, you will be able to connect to the PostX module immediately. 
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i  

Installing the PostX Module on an active network requires knowledge of the configuration and 
structure for the network. Always consult the network or system administrator and ask them to 
provide you with a fixed IP Address that can be assigned to the PostX Module. 

 

DIN Rail PostX IP Reporting Module IP Settings 

Before attempting to connect to the PostX Module it is necessary to know the IP address that it is currently set 
to. The default factory setting for the WiFi interface IP address of the PostX Module will be: 192.168.1.3 

The suggested methods for connecting your PC or laptop to the PostX Module include via either a switch/hub 
or a direct connection as outlined in the section on the Ethernet 10/100 Network Interface (see page 10). 

Access Point Information Settings 

Before communicating over WIFI, the following must be set: 

 SSID: WIFI network identification name. Maximum of 32 characters and case sensitive. 

 WEP / WPA / WPA2 Password: Security password for secured access point. Maximum of 32 characters. 

 Security supported: WEP / WPA / WPA2 

The PostX module's WiFi security mode will adapt to the access point selected in the scanned list under "Scan 
Mode" or when connecting to the specified SSID. 

PC/Laptop IP Settings 

You should then configure your PC or laptop’s network interface to use the following settings: 

IP Address: 192.168.1.4 – 192.168.1.254 

Subnet Mask: 255.255.255.0 

Please select the IP address for your PC or laptop from the range given above, ensuring it is not currently in use 
by any other device connected to your network. For information on configuring the network interface for your PC 
or laptop, please visit the Web Support Centre for your particular operating system. Guides for the following 
operating systems can be found at: 

 Microsoft® Windows XP 

http://www.microsoft.com/resources/documentation/windows/xp/all/proddocs/en-us/howto_enable_dhcp.
mspx?mfr=true 

 Microsoft® Windows Vista 

http://windows.microsoft.com/en-US/windows-vista/Change-TCP-IP-settings 

 Microsoft® Windows 7 

http://windows.microsoft.com/en-US/windows7/Change-TCP-IP-settings 

Should the IP address need to be restored to the default value, please refer to the section on IP Troubleshooting 
(see page 38) for more details. 
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Scan Mode 

You can also select an access point from a list of available networks in your area. Click Scan... to display a list 
of available access points. 

 

 Click Refresh to initiate another scan. 

 Click Stop to exit scanning mode and return to enter parameters manually. 
 Click Save to save the network you have selected and return to enter parameters manually. 
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6.7 GPRS / SMS Configuration 
 

i  
This information only applies to the PostX modules that support GPRS and/or WIFI communication. 

In order to establish a GPRS connection, the following settings must be entered: 

 

 APN: Access Point Name. Maximum of 100 characters. 

 User name: Maximum of 32 characters. 

 Password: Maximum of 32 characters. 

Contact your local network provider for assistance with the information required. 

Should anything go wrong while using the GPRS interface, an error code is displayed on the Events page. For 
information on these error codes and their meanings, please refer to GPRS Error Code Definitions. 
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6.8 PSTN Configuration 

 

 PABX Emulation 

If the alarm panel the PostX Module is connecting to is expecting to dial through a PABX this option needs 
to be enabled. When the PABX number is dialled the PostX Module starts the dial tone again until the panel 
starts dialling the external line. 

 PABX Number 

This is the number the panel dials to obtain an external line and must be set if the PABX emulation is 
enabled. 
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7 Advanced Configuration 

 
 



34 CRX-POSTX-DIN Din Rail PostX IP Reporting Module Installation Manual | March 2013  
 

7.1 General Settings 
 Modem Dial Attempts 

The Modem Dial Attempts is the maximum number of attempts the PostX Module will make to dial a PSTN 
monitoring station. Once this number of attempts is exceeded the PostX Module will change to use the next 
phone number or reporting path. 

 Modem Dial Time 

The Modem Dial Time is the length of time in seconds between phone calls. 

 Max Report Count 

The Maximum Report Count is the maximum number of Contact ID messages that will be sent to the 
monitoring station in one connection. When this is exceeded the PostX Module disconnects from the 
monitoring station and waits for the period of time set in Modem Dial Time before attempting to call the 
monitoring station again (if there are more messages to send). 

 Max IP Attempts 

The Max IP Attempts is the maximum number of times the PostX Module will attempt to send a message to 
a monitoring station for the IP formats. 

 IP Connection Timeout 

The IP Connection Timeout is the number of seconds the PostX Module waits for a response for an IP 
message. 

 Log Poll Events 

Log the send poll and received ACK poll events. Disabling this option will leave more space for other events 
in the buffer. 

 

7.2 TCP/IP Serial Port 
This feature allows you to use the PostX's on-board serial port remotely via TCP/IP. 

 Enable TCP/IP Serial Port 

When checked, the TCP/IP Serial Port feature is enabled. 

 TCP Port 

Enter here the TCP port number to be used when communicating with the PostX. 

 Baud Rate 

Select the baud rate at which the PostX's serial port will be communicating. 

 Data Bits 

Select the data length for the serial port. 

 Parity Bits 

Select the parity for the serial port. 

 Stop Bits 

Select the number of stop bits for the serial port.  
 

7.3 System Started Message 
The system started message option lets you decide if you want the PostX to send a message to the monitoring 
station upon start up. 

 Send System Started Message On Power Up 

When checked, the PostX will send a message to the monitoring station. 

 System Started Event Code 

This is the standard 3 digit Contact ID event code to indicate the type of event that is being reported. 
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 System Started Group Number 

The Group Number or Area Number is a 2 digit code to indicate the group or area that the event belongs to. 
Use 00 to indicate there is no specific group or area information. 

 System Started Zone Number 

The Zone Number or User Number is the 3 digit code to indicate the specific zone that has had the event. 
Use 000 to indicate that there is no specific zone or user information. 

It is recommended that you always consult your monitoring station for more details regarding the specific event 
codes to use.  
 

7.4 CSV-IP Settings 
This is where you enter the parameters needed if you use the IP reporting format CSV-IP. 

 Account Name 

CSV-IP format account name. 

 Account Password 

CSV-IP format account password. 
 

7.5 PSTN Pass Through 

This feature is only available from hardware revision 040 and later of the PostX Module. 

PSTN Pass Through gives you the ability to temporarily connect the security control panel directly to the 
telephone line. This allows you to now call the panel and make any maintenance or programming via that 
telephone line. 

 Duration (1-255 mins) 

The amount of time the pass through feature will be activated. Valid entries are from 1 to 255 minutes 
inclusively. 

 Remaining Time 

Displays the time remaining before the pass through relay deactivates. 

 Activate 

Once a valid activation duration is entered, clicking this button will activate the pass through relay for that 
period of time. 

 Deactivate 

Once activated, the pass through relay can forcibly be deactivated before the duration expires by clicking 
this button. 

 Refresh 

Clicking this button will update the time remaining display. 

Note that the PSTN Pass Through feature can also be accessed locally via command line. Refer to the section 
on Command Line Interface Commands for details. 

 



36 CRX-POSTX-DIN Din Rail PostX IP Reporting Module Installation Manual | March 2013  
 

8 Duplicate Configuration 

The PostX Module configuration can be uploaded and downloaded to allow easy duplication of the 
programming of the device. After the network settings for the PostX Module are defined, including IP address, 
subnet mask and gateway, all other settings can be downloaded from a configuration file. 
 

8.1 Creating a Configuration File 
To create a configuration file, set up a PostX Module with all the required settings. Open the Windows 
command prompt (Start->All Programs->Accessories->Command Prompt) and type in the following command 
using the IP address of the PostX Module: 

tftp –i 192.168.1.2 GET config.bin 

This will create a file called "config.bin" in the same directory where you typed in the command. This file is the 
default configuration file you can download to any other PostX Module. 
 

8.2 Downloading a Configuration File 
Once a configuration file has been created, it can be downloaded to any other PostX Module. Open the 
Windows command prompt (Start > All Programs > Accessories > Command Prompt) and change to the 
directory where the configuration file has been saved. Type in the following command using the IP address of 
the PostX Module: 

tftp –i 192.168.1.2 PUT config.bin 

Restart the PostX Module for the new configuration to take effect. 
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9 Web User Management 

To access any web pages in the PostX Module, the user must be logged in. The PostX Module supports 2 
users with 2 different access levels. 
 

9.1 Setup 
To edit users in the PostX Module, navigate to the User Management web page. To do so, you must be logged 
in as an Administrator user.  

To edit an existing user, click on the appropriate checkbox and then click Edit. This will open a new page where 
you can edit the user's settings. 

To disable a user, again select the appropriate checkbox and click Edit. This will bring you back to the edit 
user's settings page. From there simply set the access level to none then click Save. 

 
 

i  

To ensure the security of your PostX Module, please make sure you change the password for this user 
account from the default. 

 
 

9.2 Access Levels 
The PostX Module supports 2 access levels, Administrator and User. When logged in with an Administrator 
account, the user can access all pages and change any parameter. In comparison, the User access level only 
allows access to the home, events and statistics web pages. 
 

9.3 Default Users 
The PostX Module comes with the following two default users: 
 

Username Password Access Level 

admin admin Administrator 

user user User 
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10 IP Troubleshooting 

In the event of the IP address of PostX Module becoming unknown, the following 3 modes will allow you to 
re-establish Ethernet connection to the PostX Module. 
 

i  

In order to enter any of the IP Troubleshooting modes, Relay 1 on the PostX Module will enable briefly 
on startup. To prevent this from occurring, ensure that at least one of the zone inputs is wired directly 
to V-. 

 
 

10.1 Default Static IP Address Mode 
To change the IP address to a static address of 192.168.1.2 and a subnet mask of 255.255.255.0 complete the 
following steps: 

1. Connect the terminals for Zone 1 and NO of Relay 1 together. Repeat the procedure for the V- and C 
terminals as shown in the diagram below. 

V+V-NC C NO NC C NO V+V-Z4 V- Z3 Z2 V- Z1

 

2. Enable DC supply to the PostX Module.  
 

10.2 DHCP IP Address Mode 
The PostX Module supports Dynamic IP Address Allocation (DHCP). To use this, there must be a DHCP server 
on the network you are attempting to connect to. If you cannot select DHCP from the web interface, complete 
the following steps: 

1. Connect the terminals for Zone 2 and NO of Relay 1 together. Repeat the procedure for the V- and C 
terminals as shown in the diagram below. 

V+V-NC C NO NC C NO V+V-Z4 V- Z3 Z2 V- Z1

 

2. Enable DC supply to the PostX Module.  
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10.3 Confirm IP Address via Command Line 
Ping is an application that runs in Microsoft Windows and is a very useful tool for helping to diagnose an IP 
address related issue. It can be used to test a connection with the PostX Module. The following instructions 
detail how to ping a device: 

1. Open a command prompt (Click Start->Run, then type "cmd" into this window and click "OK"). 

2. Type ping 192.168.1.2 into the command prompt and press ENTER. 

3. Wait for the command prompt to respond. The first of the images below shows a ping attempt where the IP 
address was not found. The second image shows a successful ping attempt where the IP address was 
found. 

 

Console screenshot of a Ping where the IP address cannot be found 

 

Console screenshot of a Successful Ping 

 



40 CRX-POSTX-DIN Din Rail PostX IP Reporting Module Installation Manual | March 2013  
 

11 Command Line Interface 

The PostX Module provides a command line interface to help with setup diagnostics. This can be accessed 
through a Telnet session (Ethernet) or through a serial port connection. The following instructions detail how to 
establish a Telnet session. 

1. Open a command prompt (Click Start | Run, then type "cmd" into this window and click "OK"). 

2. Type telnet 192.168.1.2 9000 into the command prompt and press ENTER. 

3. Wait for the command prompt to respond. The command prompt "ICTNET>" will come up when a 
connection has been established. To terminate the telnet session, type "exit" into the command prompt. 

 

Starting a Telnet Session 

If not using Ethernet the command line interface can be accessed through the RS485 interface. 

To start using the RS485 interface, apply DC power to the PostX Module and connect the ACC-485 to both the 
PostX Module and an available RS232 serial port on your computer. Open a terminal program such as 
HyperTerminal or TeraTerm with the baud rate set to 38400 (38400, 8, n, 1). Press ENTER or ESC to get the 
command prompt. 
 



CRX-POSTX-DIN Din Rail PostX IP Reporting Module Installation Manual | March 2013  41 
 

11.1 Command Line Interface Commands 
 

Command Example Description 

arp -a arp -a Lists all the entries in the ARP table (IP address and MAC 
address details) 

arp -d arp -d Deletes the ARP cache. This is useful if the IP address of a 
device you are trying to talk to has changed. 

boot boot Restarts the PostX in boot mode. Note that this will disable 
the command line interface. 

default default Defaults the PostX to factory settings 

dhcp dhcp Displays the DHCP client details 

dhcp -d dhcp -d Starts the DHCP server discovery process. Note: This 
does not change the PostX into the DHCP mode. The IP 
address, subnet mask and default gateway values 
obtained during the discovery process will become the 
new settings used in network configuration web interface 
for static IP configuration when the PostX restarts. 

emac emac Displays statistics for the Ethernet interface 

exit exit Disconnects an active telnet session 

gprs default gprs default Resets GPRS parameters to factory defaults 

gprs reset gprs reset Restarts the GPRS module 

gprs set apn gprs set apn internet.com Sets the APN parameter of the GPRS module  

gprs set user gprs set user wapuser1 Sets the user name parameter of the GPRS module 

gprs set password gprs set password wap Sets the password parameter of the GPRS module 

gprs status gprs status Displays the GPRS interface status, 
connected/disconnected, the connection duration time 
and the signal strength x/5. 

ipconfig ipconfig Lists the details of the UIP setup, IP address, gateway, 
subnet mask etc 

ipconfig -all ipconfig -all Extended IP configuration details 

ping ping 192.168.1.1 Sends a ping command to the selected IP address 

pstn on time pstn on 10 Activates the PSTN pass through relay for 10 minutes  

pstn off pstn off Deactivates the PSTN pass through relay even if the 
duration time has not expired  

restart restart Restarts the PostX 

set ip set ip 192.168.1.56 Sets the IP address. The PostX must be restarted for the 
change to take effect. 

set gateway set gateway 192.168.1.1 Sets the gateway address. The PostX must be restarted 
for the change to take effect. 

set mask set mask 255.255.0.0 Sets the subnet mask. The PostX must be restarted for the 
change to take effect. 

set dnsl set dnsl 192.168.1.1 Sets the primary DNS server. The PostX must be restarted 
for the change to take effect 
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Command Example Description 

set ntpl set ntpl 202.156.2.125 Sets the primary SNTP server. The PostX must be 
restarted for the change to take effect 

sntp sntp 202.156.2.125 Updates the time from the SNTP server at the given IP 
address. This can be used to confirm the SNTP server is 
working before you save it in the network configuration. 

system system Displays the system details including serial number and 
software version 

time time Displays the current time stored in the PostX 

wifi default wifi default Resets the WIFI parameters to factory defaults 

wifi reset wifi reset Restarts the WIFI module 

wifi set ssid wifi set ssid ICT Sets the SSID parameter (case sensitive) of the WIFI 
module 

wifi set password wifi set password 1234ab Sets the access point password key of the WIFI module 

wifi status wifi status Displays the WIFI interface status, 
connected/disconnected, the connection duration time 
and the signal strength x/4. 
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12 LED Indicators 

The PostX Module includes comprehensive front panel diagnostic indicators that can aid the installer in 
diagnosing faults and conditions. In some cases an indicator may have multiple meanings depending on the 
status indicator display at the time. 

 
 

12.1 Power Indicator 
The Power indicator is lit whenever the correct module input voltage is applied across the N+ and N- terminals. 
 

State Description 

 
Constantly on (green) Correct module input voltage applied  

 
Constantly off Incorrect module input voltage applied  

 
 

12.2 Status Indicator 
The Status indicator displays module status of the PostX Module. 
 

State Description 

         
Continuous slow (green) flash Module operating normally 

 
Constantly on (green) Module starting up 

 
 

12.3 Fault Indicator 
The Fault indicator is lit any time the module is operating in a non-standard mode. 
 

State Description 

         
Continuous slow (red) flash Module is in boot mode awaiting firmware update 
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12.4 Modem Indicator 
The Modem indicator will show the status of the onboard modem. 
 

State Description 

   Constantly on (red) Onboard modem is off hook 

   Off Onboard modem is not active 
 
 

12.5 Panel Indicator 
The Panel indicator will show the status of the subscriber phone. 
 

State Description 

   Constantly on Subscriber phone is off hook 

   Constantly off Subscriber phone is not active 
 
 

12.6 Ethernet Indicator 
The Ethernet indicator will show the status of the Ethernet connection. 
 

State Description 

   Constantly on (green) "Live" Ethernet connection detected 

   Constantly off No Ethernet connection detected 

   
Continuous (green) fast flash Ethernet packet transmitted/received 

 
 

12.7 Relay 1/Relay 2 Indicators 
The Relay 1 and Relay 2 indicators will show the status of the lock output relay. 
 

State Description 

 Constantly on (red) Relay output is ON 

 Constantly off Relay output is OFF 
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12.8 Zone Status Indicators 
Whenever a zone input on the PostX Module changes state, the zone status will be displayed on the front panel 
indicator (1-4) corresponding to the physical input number (Z1-Z4). This allows you to easily walk test verification 
of zone inputs. 
 

State Description 

 1 1 1  Continuous fast flash Zone is in a SHORT state 

  1 Constantly on Zone is in a CLOSED state 

  1  Constantly on Zone is in an OPEN state 

 1 1 1  Continuous fast flash Zone is in a TAMPER state 
 
 

12.9 WiFi Indicator 
 

i  
This information only applies to the PostX modules that support GPRS and/or WIFI communication. 

The WiFi indicator shows the status of the WiFi connection and signal strength. 
 

State Description 

 
Wave constantly on Connection available 

 
Wave flashing Communication / data transfer 

 
WiFi constantly on / 1 bar red Connection not established 

 
WiFi constantly on / All bars off 

Connected RSSI level 0 
(lowest signal strength) 

 
WiFi constantly on / 1 bar on Connected RSSI level 1 

 
WiFi constantly on / 2 bars on Connected RSSI level 2 

 
WiFi constantly on / 3 bars on Connected RSSI level 3 

 
WiFi constantly on / 4 bars on 

Connected RSSI level 4  
(highest signal strength) 
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12.10 GPRS Indicator 
 

i  
This information only applies to the PostX modules that support GPRS and/or WIFI communication. 

The GPRS indicator shows the status of the GPRS connection and signal strength. 
 

State Description 

 
Wave constantly on Connection available 

 
Wave flashing Communication / data transfer 

 
GPRS constantly on / 1 bar red Connection not established 

 
GPRS constantly on / All bars off 

Connected RSSI level 0 
(lowest signal strength) 

 
GPRS constantly on / 1 bar on Connected RSSI level 1 

 
GPRS constantly on / 2 bars on Connected RSSI level 2 

 
GPRS constantly on / 3 bars on Connected RSSI level 3 

 
GPRS constantly on / 4 bars on 

Connected RSSI level 4  
(highest signal strength) 
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13 Identification Sticker Details 

Every PostX Module has a unique identification sticker located on the unit. The identification sticker contains 
details that may be of use to you, such as the MAC address of the PostX Module. An example of the 
identification sticker is shown in the diagram below. 

Din Rail PostX IP Module

010
02.02.00002
02.00.00002
English

HW Version
Boot Version
App Version
Language

CRX-POSTX-DIN

 1005135000

C272D3E6

MAC 00:1B:C2:72:D3:E6

Serial Number

Product Code
MAC Address

Software

Versions
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14 Warnings 

The grant of a telepermit for any item of terminal equipment indicates only that Telecom has accepted that the 
item complies with the minimum conditions for connection to its network. It indicates no endorsement of the 
product by Telecom, nor does it provide any sort of warranty. Above all, it provides no assurance that any item 
will work correctly in all respects with another item of telepermitted equipment of a different make or model, nor 
does it imply that any product is compatible with all of Telecom's network services. 

This equipment can be set up to carry out test calls at pre-determined times. Such test calls will interrupt any 
other calls that may be set up on the line at the same time. The timing set for such test calls should be 
discussed with the installer. 

The timing set for test calls from this equipment may be subject to ‘drift’. If this proves to be inconvenient and 
your calls are interrupted, then the problem of timing should be discussed with the equipment installer. The 
matter should NOT be reported as a fault to Telecom Faults Service. 

In the event of any problem with this device, it is to be disconnected, and a CPE item connected to one of its 
terminal ports may be connected directly in its place. The user should then arrange for the product to be 
repaired. Should the matter be reported to Telecom as a wiring fault, and the fault is proven to be due to this 
product, a call-out charge will be incurred. 
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15 Mechanical Diagram 

The mechanical diagram shown below outlines the essential details needed to help ensure the correct 
installation of the PostX Module. 

LED Indicators Signal Indicators

12VDC Pass Through

Zones 1 to 4

12VDC Input

External Modem InterfaceRS-485 Input

Ethernet Interface

Panel Modem Interface

Relay 1 / Relay 2

12VDC Pass ThroughGPRS Connector

WIFI Connector

SIM Card
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16 Mechanical Layout 

The mechanical layout shown below outlines the essential details needed to help ensure the correct installation 
of the PostX Module. 
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17 Technical Specifications 
 

i  

The following specifications are important and vital to the correct operation of the PostX Module. 
Failure to adhere to the specifications will result in any warranty or guarantee that was provided 
becoming null and void. 

 

Integrated Control Technology continually strives to increase the performance of its products. As a result these 
specifications may change without notice. We recommend consulting the ICT website 
(http://www.incontrol.co.nz) for the latest documentation and product information. 
 

Power Supply 

DC Input Voltage 12VDC (+/-10%) 

Operating Current 110mA (Typical) 
220mA (Peak, Panel Off Hook) 

Low Voltage Cutout 8.7VDC 

Low Voltage Restore 10.5VDC 

Communication 

RS-485 RS485 Menu Interface 

Ethernet 10/100 Auto Negotiation 

Full PSTN Emulation  

Modem Security Reporting  

WiFi 802.11 a/b/g/n 

GPRS 2G network 850/900/1800/1900MHz quad band 

Outputs 

Programmable Outputs 2 FORM C Relay Outputs, 7A 250V Max 

Inputs 

Inputs 4  

Dimensions 

Dimensions (L x W x H) 156.8 x 90 x 60mm (6.17 x 3.54 x 2.36") 

Weight 453g (15.98oz) 

Temperature 

Operating 0˚-49˚C (32˚ - 122˚F) 

Storage -10˚- 85˚C (14˚ - 185˚F) 

Humidity 0%-93% non condensing, indoor use only (relative humidity) 
 

i  

It is important that the unit is installed in a dry cool location that is not affected by humidity. Do not 
locate the unit in air conditioning or a boiler room that can exceed the temperature or humidity 
specifications. 
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18 Ordering Information 

Please use the following product codes when placing an order for the DIN Rail PostX IP Reporting Module. 

 CRX-POSTX-DIN  

 CRX-POSTX-DIN-WF with WIFI interface 

 CRX-POSTX-DIN-GP with GPRS interface 

 CRX-POSTX-DIN-WFGP with WIFI and GPRS interface 

 

Manuals and additional literature are available on the ICT Website (http://www.incontrol.co.nz) under the 
Support section. 
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19 Warranty 

Integrated Control Technology (ICT) warrants its products to be free from defects in materials and workmanship 
under normal use for a period of one year. Except as specifically stated herein, all express or implied warranties 
whatsoever, statutory or otherwise, including without limitation, any implied warranty of merchantability and 
fitness for a particular purpose, are expressly excluded. ICT does not install or connect the products and 
because the products may be used in conjunction with products not manufactured by ICT, ICT cannot 
guarantee the performance of the security system. ICT's obligation and liability under this warranty is expressly 
limited to repairing or replacing, at ICT's option, any product not meeting the specifications. In no event shall ICT 
be liable to the buyer or any other person for any loss or damages whether direct or indirect or consequential or 
incidental, including without limitation, any damages for lost profits, stolen goods, or claims by any other party 
caused by defective goods or otherwise arising from the improper, incorrect or otherwise faulty installation or 
use of the merchandise sold. 

 



54 CRX-POSTX-DIN Din Rail PostX IP Reporting Module Installation Manual | March 2013  
 

20 Contact 

Integrated Control Technology welcomes all feedback.  

Please visit our website (http://www.incontrol.co.nz) or use the contact information below. 

Integrated Control Technology 

P.O. Box 302-340 

North Harbour Post Centre 

Auckland 

New Zealand 

11 Canaveral Drive 

Albany 

North Shore City 0632 

Auckland 

New Zealand 
 

Phone: +64-9-476-7124 

Fax: +64-9-476-7128 

Email: sales@incontrol.co.nz or support@incontrol.co.nz 

Web: www.incontrol.co.nz  
 

 





Disclaimer:  Whilst every effort has been made to ensure accuracy in the representation of this product, neither
Integrated Control Technology Ltd nor its employees, shall be liable under any circumstances to any party in respect
of decisions or actions they may make as a result of using this information. In accordance with the Integrated Control
Technology policy of enhanced development, design and specifications are subject to chnage without notice.

 

 

227-5135-300 


