
KEYPAD SETTINGS FOR PARTITIONED SYSTEMS 
 

Keypads used for DL250/300/300E control panels have a 4-position dip switch 
on the PCB that are easily accessed from the back of the keypad. If partitioning 
is not used, all switches must be in the “OFF” position. If partitioning is being 
used refer to the table below to set the keypads in their corresponding partitions. 
 

Partition Number Switch 1 Switch 2 
Partition #1 OFF OFF 
Partition #2 ON OFF 
Partition #3 OFF ON 
Partition #4 ON ON 

 
The positions of dip switches 1 & 2 determine the partition to which the keypad 
belongs. 


