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Connecting NB-338 Smoke Detectors to Elite Panels
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0V (GND)

TAMPER

TAMPER

PIR

2K2

4K7

Relay set for ( N.C.) Normally Closed
Using Type 4 (2K2, 4K7, & 8K2)EOL OptionFOR SECURITY REASONS

Always set smoke detector
to Normally Closed Option


