
 

When powering an Integriti LAN module via the LAN power terminals on the PCB (not using smart 

PSU connection) There is no power on the UNIBUS output or the detector output.  

To power these outputs, two links must be fitted to the smart PSU connector to provide power to 

the Unibus and detector power connections as per below 

 

                                                


