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T03. Contact ID Messages

Common Messages (Event Codes)

Contact ID messages for Zone Input and System Input alarms are defaulted according to the table bel ow.

If the default Event Codeisnot suitable, amore appropriate Contact | D Event Code message can be programmed in Process
Group programming.

L eavingthemessageat “ 000" in the Process Group for cesthe default messageto beused.

Note that the Contact ID Event Code programmed in the Process Group will apply to al Inputs that the Process Group is
assignedto. If special Event Codesarerequired for different typesof alarms, it isbetter to create anew Process Group rather
than modify one of the default Process Groups.

See“ Contact 1D Event Types” following.

Input Event Codes

3000/Access 4000 Input CID message if Process Grp CID CID message if Process Grp CID
message = "000" message is not " 000"

Zone Alarms 140 Use programmed value
Zone Tampers 144 144
Zone Isolates 570 570
System Alarms Use table below Use programmed value
System Tampers Use table below Use programmed value
System Isolates 572 572

Default System I nput Event Codes
3000/Access 4000 System Input Message 3000/Access 4000 System Input Message
AC Power 301 Manual test 601
Battery Test 309 Module Substitution 140
Cabinet Tamper 145 Over-current 140
Checksum Change 306 Over-volts 140
Comms Backup 350 Panic (Keypad) 120
Comms Fail 354 Power on Reset 305
Deadman 102 Phone Line Fault 351
Dialer Problems 350 Pre-Arm Test Started 140
Dialer Fail 354 Pre-Arm Test Fail 140
Door Forced (Terminal) 420 Request for Service 140
Door Forced (Access Module) 140 Siren Tampers 145
Door open too long (Terminal) 420 Slave Fail (LAN Pwr Supply) 140
Door open too long (Access Module) 140 Termnal Panic 120
Duress (Keypad) 122 Terminal Duress 122
Expander Power Test Started 140 Time report - Manual 601
Fuses 140 Time report - Periodic 602
GSM Problem 140 Too many Tries 421
lllegal/invalid Card 140 Transmitter Jam 344
Intell. 4 Door Acc Mod Problem 140 Transmitter Low Battery (RF Expander) 381
Keypad Lockout 140 Transmitter Low Battery (S'net/Inov) 356
LAN Communications 143 Transmitter Poll Fail (RF Expander) 384
Line Fault 351 Transmitter Timeout (S'net/Inov) 353
Lock Tamper 145 UART Problem 330
Low Battery 302 Zone Self Test 307
Low Volts 302
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User Point number and Event Codes

Contact ID Point 3000 / Access 4000 "User" Event Code Message
001 to 900 User 00001 to User 00900 402

901 System (e.g. Power on arming) 403

902 TimeZone 403

903 Function Zone 409

904 to 998 Expansion

999 Users > U00900 402

Open/Close Group Byte

Contact ID Group Byte 3000 / Access 4000 Area

00 General Open/Close

01 to 98 Area 001 to Area 098

99 Area 99 and above. (Areas 99 to 250)
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T03. Contact ID Messages Table -3

CONTACT IDEVENT TYPES

Contact ID Event Typesare4 digitsof theform SXYZ. The"S’ determinesif theeventisanew alarm or opening (S="1"
or“E") orif theeventisarestoreor closing. (S="3" or “R”). Theremaining part of the event type (XY Z) tellsuswhat type

of eventitis.

The current Contact 1D standard can be purchased on-linefor aminimal cost from SIA. http://www.siaonline.org.
Followthelink to“ SIA Store” from the SIA home pageand select “ SIA DC-05 (1999.09) DCS Ademco Contact 1D Standard.”

Code M essage

ALARMS

Medical Alarms-100

100 Medical Zone

101 Personal Emergency Zone
102 Fail to reportin Zone
FireAlarms-110

110 FireZone

11 SmokeZone

112 Combustion Zone

113 Water flow Zone

114 Heat Zone

115 Pull Station Zone

116 Duct Zone

17 FlameZone

118 Near Alarm Zone

Panic Alarms-120

120 Panic Zone

21 Duress User

122 Silent Zone

123 Audible Zone

124 Duress - Access granted Zone
125 Duress - Egress granted Zone

Burglar Alarms-130

130 Burglary Zone

131 Perimeter Zone

132 Interior Zone

133 24 Hour (Safe) Zone

1A Entry/Exit Zone

135 Day/night Zone

136 Outdoor Zone

137 Tamper Zone

138 Near dlarm Zone

10 Intrusion Verifier Zone

Genera Alarm- 140

140 Generad Alarm Zone

141 Polling loop open Zone

142 Polling loop short Zone

143 Expansion modulefailure Zone
144 Sensor tamper Zone

145 Expansion modul e tamper Zone
146 Silent Burglary Zone

147 Sensor Supervision Failure Zone

Code M essage

24 Hour Non-Burglary - 150 and 160
24 Hour Non-Burglary Zone
Gas detected Zone
Refrigeration Zone

Loss of heat Zone

Water L eakage Zone

Foil Break Zone

Day Trouble Zone

Low bottled gaslevel Zone
High temp Zone

Low temp Zone

Lossof air flow Zone
Carbon Monoxide detected Zone
Tank level Zone

BRREETIEGRBRESR

SUPERVISORY

Fire Supervisory - 200 and 210

Fire Supervisory Zone
Low water pressure Zone
Low CO2Zone

Gate valve sensor Zone
Low water level Zone
Pump activated Zone
Pumpfailure Zone

SRRERESE

TROUBLES

System Troubles-300 and 310

System Trouble Zone

AC Loss Zone

Low system battery Zone

RAM Checksum bad Zone
ROM checksum bad Zone
System reset Zone

Panel programming changed Zone
Self- test failure Zone

System shutdown Zone

Battery test failure Zone
Ground fault Zone

Battery Missing/Dead Zone
Power Supply Overcurrent Zone
Engineer Reset User

BREEEHE8REEREE
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Code

M essage

Sounder / Relay Troubles-320

RERRBERRE

&

BESREBEEHBEBEE

Sounder/Relay Zone

Bell 1Zone

Bell 2Zone

Alarmrelay Zone

Troublerelay Zone

Reversing relay Zone

Notification Appliance Ckt. # 3 Zone
Notification Appliance Ckt. #4 Zone

stem Peripheral Trouble-330 and 340

System Peripheral trouble Zone
Polling loop open Zone
Polling loop short Zone
Expansion modulefailure Zone
Repeater failure Zone

Loca printer out of paper Zone
Local printer failureZone

Exp. Module DC LossZone
Exp. Module Low Batt. Zone
Exp. Module Reset Zone

Exp. Module Tamper Zone
Exp. Module AC LossZone
Exp. Module self-test fail Zone
RF Receiver Jam Detect Zone

Communication Troubles-350 and 360

HEHEHBRE

Communication trouble Zone

Telco 1 fault Zone

Telco 2 fault Zone

Long Range Radio xmitter fault Zone
Failure to communicate event Zone
Loss of Radio supervision Zone

Loss of central polling Zone

Long Range Radio VSWR problem Zone

Protection Loop -370

CRERRERRE

Protection loop Zone
Protection loop open Zone
Protection loop short Zone
Firetrouble Zone

Exit error dlarm (zone) Zone
Panic zone trouble Zone
Hold-up zone trouble Zone
Swinger Trouble Zone
Cross-zone Trouble Zone

Code

M essage

Sensor Trouble-380

BEEBEHEEBBERE

Sensor trouble Zone

Loss of supervision - RF Zone

Loss of supervision - RPM Zone
Sensor tamper Zone

RF low battery Zone

Smoke detector Hi sensitivity Zone
Smoke detector Low sensitivity Zone
Intrusion detector Hi sensitivity Zone
Intrusion detector Low sensitivity Zone
Sensor self-test failure Zone

Sensor Watch trouble Zone

Drift Compensation Error Zone
Maintenance Alert Zone

OPEN/CLOSE/REMOTEACCESS

"Open/Close-400, 440,450"

BE2BRREEALGBREEREBRIRERBRES

*NOTE:

Open/Close User
O/C by user User
Group O/C User
Automatic O/C User

"Lateto O/C (Note: use453, 454 instead ) User"

Deferred O/C (Obsolete- do not use) User
Cancdl User
Remotearm/disarm User
Quick arm User

Keyswitch O/C User

Armed STAY User

Keyswitch Armed STAY User
Exception O/C User

Early O/C User

Late O/C User

Failed to Open User

Failedto Close User
Auto-arm Failed User

Partial Arm User

Exit Error (user) User

User on Premises User
Recent Close User

Wrong Code Entry Zone
Lega CodeEntry User
Re-arm after Alarm User
Auto-arm Time Extended User
Panic Alarm Reset Zone
Service On/Off PremisesUser

For Open/Close Event Types:
“Alarm” =CLOSING
“Restore’ = OPENING
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Code M essage

Remote Access-410

M1 Callback request made User

412 Successful download/access User

413 Unsuccessful access User

414 System shutdown command received User
415 Diaer shutdown command received User
416 Successful Upload Zone

"Access control -420,430"

Access denied User

Access report by user User

Forced Access Zone

Egress Denied User

Egress Granted User

Access Door propped open Zone

Access point Door Status Monitor trouble Zone
Access point Request To Exit trouble Zone
Access program mode entry User

Access program mode exit User

Access threat level change User
Accessrelay/trigger fail Zone

Access RTE shunt Zone

Access DSM shunt Zone

RARRBBRNBRRARR

BYPASSES/DISABLES

System Disables-500 and 510

501 Access reader disable Zone

Sounder / Relay Disables-520

520 Sounder/Relay Disable Zone

521 Bell 1 disable Zone

52 Bell 2 disable Zone

523 Alarmrelay disable Zone

524 Troublerelay disable Zone

55 Reversing relay disable Zone

56 Notification Appliance Ckt. # 3 disable Zone
527 Notification Appliance Ckt. # 4 disable Zone
System Peripheral Disables-530 and 540

531 Module Added Zone

532 Module Removed Zone

Communication Disables-550 and 560
551 Dialer disabled Zone

552 Radio transmitter disabled Zone
553 Remote Upload/Download disabled Zone
Bypasses-570

570 Zone/Sensor bypass Zone

571 Fire bypass Zone

572 24 Hour zone bypass Zone

573 Burg. Bypass Zone

574 Group bypass User

55 Swinger bypass Zone

576 Access zone shunt Zone

577 Access point bypass Zone

TEST/MISC.

"Test/Misc. -600, 610"

601 Manual trigger test report Zone
602 Periodic test report Zone

603 Periodic RF transmission Zone
604 Firetest User

605 Status report to follow Zone

606 Listen- intofollow Zone

607 Walk test mode User

608 Periodic test - System Trouble Present Zone
609 Video Xmitter active Zone

611 Point tested OK Zone

612 Point not tested Zone

613 Intrusion Zone Walk Tested Zone
614 Fire Zone Walk Tested Zone

615 Panic Zone Walk Tested Zone
616 Service Request Zone

Event Log-620

621 Event Log reset Zone

622 Event Log 50% full Zone

623 Event Log 90% full Zone

624 Event Log overflow Zone

65 Time/Datereset User

626 Time/Dateinaccurate Zone

627 Program mode entry Zone

628 Program mode exit Zone

629 32 Hour Event log marker Zone
Scheduling-630

630 Schedule change Zone

631 Exception schedule change Zone
632 Access schedule change Zone

Personnel Monitoring -640

641 Senior Watch Trouble Zone
642 Latch-key Supervision User
Misc. -650

&4 System Inactivity Zone
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